


PROFPOSED RIPRAFP SHALL
COMPLETELY COVER EXISTING
SHEETING AND SHALL BE INSTALLED
TO A MIN. ELEVATION 67 HIGHER
THAN THE SHEETING AT ALL
LOCATIONS.

PLACE FIELD STONE
WITHIN UPPER 12% EXISTING SHEET PILING
FILL WEIRS AS SHOWN

REMOVE FIELD STONE
FROM EXISTING WEIRS
PRIOR TO PLACING
ANGULAR RIPRAP.

FLOW
WITH ANGULAR RIPRAP ~ PROPOSED CROSS 19, D
TO PROPOSED SECTION 1=
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EXISTING CORE ZONE.
ANY EXISTING ANGULAR EXISTING FIELD STONE
RIPRAP TO STAY IV hon 2008 meoeer®
’ (SEE CROSS SEC770N5)
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AS SHOWN ON PLAN VIEW | AS SHOWN ON PLAN VIEW
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[YPICAL WEIR REPAIR DETAILS — SECTION
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